NEXT ASS‘Y: FINAL ASS'Y!

GENERAL NOTES:

1. GROUND WIRE DEPTH SHALL BE MINIMUM OF 30" BELOW FINISHED GRADE.
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2. REFER TO SHEET EB.10.46 FOR ADDITIONAL UNDERCROUND DETAILS AND
INFORMATION.

3. FIELD VERIFY THE EXACT ROUTING OF ALL GROUND WIRES AND COORDINATE WITH
H OTHER TRADES.

KEYNOTES:

NOO1 TYPICAL DRIVEN GROUND ROD ALONG THE BUILDING PERIMETER FOR
LIGHTNING PROTECTION SYSTEM.

NO02 FOR CONNECTION TO LIGHTNING PROTECTION DOWN CONDUCTOR.

NOO3 TYPICAL GROUND TEST WELL.
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